
Bid Detail ACCO
Prime Aire, 

Inc.
1 Mobilization / Demobilization $7,343

2
Remove existing Computer Server Room rooftop 
single package heating/cooling unit. Existing roof 
pad shall be re-used for new unit. $3,014

3 Install a new 3-ton in-ceiling/rooftop split system 
precision cooling unit. $39,182

4 Replace and modify ductwork as required for 
connection to existing terminals. $603

5

Provide electrical connection from Breaker Panel to 
new split system at roof and above hallway ceiling. 
Coordinate with Owner’s electrical contractor as 
required to provide a fully functional system $6,214

6 Structural supports, including vibration isolation and 
seismic restraints. $2,162

7
Retrofit vibration isolation supports for two existing 
in-ceiling air conditioning units to remain, suitable 
for office occupancy NC levels NA

8

Provide new VAV-terminal and duct connection 
from building HVAC system supply and return ducts 
to Server Room distribution system. Provide 
automatic dampers and controls to open and 
operate the VAV terminal unit when room 
temperature exceeds 72 degrees F (adjustable via 
EMS).

Add Alternate 
*

9 Provide all ALC controls, connect to existing ALC 
front-end, as indicated in these specifications. $10,320
Total Price $68,838 $87,100

* ACCO Proposes to provide additional 
alternatives:

Temporary Cooling for Computer Room up to 1 
month $2,800 No
Provide & Install a dedicated VAV Zone box with 
ALC controls for Computer Room $6,980
Perform work after hours (Excluding 
Sundays/Holidays) $8,800 No

With All 3 Alternates $75,818
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